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SEAMLESS INSULATING MEWBRANE

&
APP
7t ROVED CAULK
W/BASE COAT

ADURON BASZ COAT
ADURON TOP COAT

_~— FASTEN 3° 0.C. STAGGERED

L —waLL

ALTERNATE "V-HOTCH®
CAULKING DETAR.

SPF METAL EDGE

AT, WOOD NALER

WETAL FOAM STOP
CONTINUOUS METAL CLEAT

NOTE: WKEN ROOF SLOPES TOWARD
EOCE, INSTALLATION OF
CUTTERS S RECOMMENDED.

MASTER ARCHITECTURAL DETAIL

/—w: WAY VENT
| ADURON ToP coAT

DOUBLE BASE COAT FLASHING AND EDGE
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SPF ONEWAY VENT FLASHING
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WOUMANIZED NAILER SLopg

CONTINUOUS METAL CLEAT

DOUBLE BASE COAT RLASHING AND EOGE
COATING SHALL EXTEND PAST FOAM
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SPF PARAPET METAL COUPING
MASTER ARCHITECTURAL DETAIL

PARAPET WALL
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WOLMANIZED NALER SLOPE .

CONTINUOUS  METAL CLEAT
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METAL CAP FLASHING
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NOTE:
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REMOVE & CLEAN

DRAIN COMPONENTS ;wa“‘ﬁ‘ig’mﬁwf
PLUG OR CUTOUT DRAN HOLE (BY OTHERS)
ADURON BASE COAT CAULK OR GASKLT FASTENERS
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DOUBLE COAT FLASHING AND EDGE
TERMINATION PER PARAGRAPH 3,05
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COATINGS EXTEND INTO DRAIN

REMOVE PLUG
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MASTER ARCHITECTURAL DETAIL

NEW SPF SYSTEM EXISTING SYSTEM
TWO COMPONENT URETHANE
NOTES: PITCH POCKET FILER OR
1. NEW SPF_ROOFING SEAULESS INSULATING MEMBRANE
SYSTEM IS TO BE ISOLATED
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EXERCISE COMMON ROOFING PRACTICE TO
PREVENT PONDED WATER BY INSTALUING
TAPERED INSULATION OR CRICKEIS TO
CREATE POSITIVE DRAINAGE

ADURON TOP COAT
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DOUBLE BASE COAT FLASHING AND EDGE
COATING SHALL EXTEND PAST foAM

SMOOTH MEMBRANE

ADURON BASE COAT

EXISTNG INSULATION
MINIMUM 27

ADURON TOP COAT TYPICAL ROOF PENETRATION

ELTECTLCNER,

- L) « * @ o
s @ . . . %
5 o o o
o o @ o
oo o P
. o
- 3
° o /e o o e e -

L unintn /2" Fomn EruaTion
WASK SUBSTRATE TO AVOID GVER
SEAULESS INSULATING MEMBRANE
3
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SPF ROOF PENETRATION FLASHING . SPF SMOOTH BUR ISOLATION JOINT
- MASTER ARCHITECTURAL DETAIL MASTER ARCHITECTURAL DETAIL
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EXTEND PAST WEEP HOLES & CARE SHOULD BE
DOUBLE BASE COAT FLASHING AND EDGE TAKEN NOT Tf c

T PLUG WEEP HOLES W(TH COATINGS.
LEAD PIPE FLASHING COATINGS MAY EXTEND INSIDE PIPE COATING SHA EXTEND PAST FOAM MINIMUM 27
\ PLUMBING VENT STACK i

DOUBLE BASE COAT FLASHING AND EDGE
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SPF VENT STACK FLASHING

SPF WALL FLASHING
MASTER ARCHITECTURAL DETAIL
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NOTE: CHOOSE ONE STNE,
ADURON YOP COAT

METAL FLASHING
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SPF AREA DIVIDER/CURB FLASHING
MASTER ARCHITECTURAL DETAIL

DOUBLE COAT FLASHING AND EDGE
COATING SHALL EXTEND PAST FOAM

SEAMLESS INSULATING MEMBRANE

ADURON PRIKER
t—"1
DOUBLE BASE COAT FLASHING AND EDCE
COATING SHALL EXTEND PAST FOAM
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SEAMLESS INSULATING MEMBRANG DECK

SPF DUCT WORK FLASHING
MASTER ARCHITECTURAL DETAIL

DOUBLE BASE COAT FLASHING AND EDGE
COATING SHALL EXTEND PAST FOAM \

MASONRY OR
THE CAP

ADURON BASE COAT

% S PARAPET WALL
\ ZSEAMLESS INSULATING
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SPF FOAM OVER STONE PARAPET CAP
MASTER ARCHITECTURAL DETAIL

GASKET 0R SEAL WOLUANIZED NARER Store
FASTEN THROUGH CAP CONTINUOUS METAL CLEAT

SEAL EXPOSED EDGE  OF BUR =
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SECURE BUR TO PARAPE

NOTE: WHERE FOAM ROOFNG DOES
HOT EXTEND PAST OLD ROOF
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EQUIPMENT FLASHING
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DOUBLE COAT FLASHOIG AND EDGE
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SEAMLESS INSULATING MEMBRANE
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SPF EQUIPMENT BASE FLASHING
MASTER ARCHITECTURAL DETAIL

NOTES:

PIPE FLASHING FOR USE WITH
HOT PIPE, YEMPERATURE OF METAL
COLLAR MUST NOT EXCEED 180°F

NEW HOT PIPE SEALANT (BY OTHERS)
(8Y oTHERS)
/ RAN HOOD (BY OTHERS)
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METAL COLLAR
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MASTER ARCHITECTURAL DETAIL




